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Converter Box
 

 

The power supply shall be a Sapling Converter Box (part number SCB–000–000–1). It will have a 24 volt, 150 watt DC power supply. It shall be capable of driving 24 volt analog and digital clock systems. The protocol shall be a two (2) wire digital communication system. The power supply will have an output of 5.5 amps, at 24 volts DC. The power supply will be powered via 110 volts AC, and have a RS485 or two (2) wire digital communication input.  It shall have the capability to sense and notify the user in case the power supply is reaching 80% of the temperature threshold, or if 80% of the maximum load capacity is imposed. It will have two (2) LEDs to display if the power supply is receiving an input. The power supply shall have four (4) sets of outputs. The power supply will have slim, metal housing. It shall be UL and cUL listed, as well as FCC approved.
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